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UNDERGROUND STANDARD 
JUN 2016 U773.12 

Insulated #6 Awg 
single conductor, 
184017 

�-------Meter Base, 281065

(Furnished by OG&E, 
installed by consumer.) 

Two-wire meter, 
1060142 

Service load conductors 
(Furnished, installed, and 
connected by consumer to 
fused disconnect switch.) 

� Service raceway, schedule 40 PVC or better

________,,.. (Furnished and Installed 
by Consumer.) 

NOTES: 

Service lateral conductors 
(Furnished and installed by OG&E.) 

1. Place identifying tag on service conductors with
information relating to where service is coming from
(pedestal, transformer, pipe or no pipe under driveway.)
Refer to U16.

CONNECTION DIAGRAM 
FOR SELF-CONTAINED SINGLE PHASE 

120-VOLT TWO-WIRE SERVICE 100-AMPERE MAXIMUM

Oklahoma Gas and Electric Company ©




