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Leave 24-inches (min) of 
wire for connection to 
service. (Furnished and 
installed by consumer.) 

DISTRIBUTION STANDARD 

JUN 2005 D731.2 

Service entrance 
raceway furnished and 
installed by consumer. 

CONNECTION DIAGRAM 

Source side of meter base. 
Service entrance 
conductors (furnished, 
installed and connected 
by consumer) 

�Meter Base
� 100A 281047

(Furnished by 
OG&E, installed by 
Consumer.) 
Refer to D731.3 for 

Meter Base 

200A 281065 

Load side of meter base . 
(Furnished, installed 
And connected by 
consumer.) 

SINGLE PHASE 200 AMPERE MAXIMUM 
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